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Addendum #1 
 
 
This addendum is being released to answer questions asked at the Pre-Bid Conference held at 
10:00 AM yesterday.  A new Official Bid Form is being included to reflect the addition of Add-
Alternate #5: 
 

1) Clarification:  The contractor shall remove and dispose of all the existing windows, 
including the storm windows. 

2) The windows can be removed from the inside of the building. 
3) Some of the existing windows have unequal sash sizes.  After internal discussions, we 

have decided to retain the original integrity of the building by replacing with the same 
size sash as was removed.  Therefore, the front windows will have unequal sashes. 

4) All windows that are currently double-hung must be replaced with double-hung units. 
5) The front door, glass surrounds and arched window above the door are not included in the 

scope of work. 
6) The work activities can be done during normal business hours, though clinic days must 

be avoided.  Therefore, coordination of schedules between the contractor and the Health 
Department is essential. 

7) Modification to Add-Alternate #2:  Wrap with aluminum the raised wooden panel below 
each window as well as the brick mold and other trim around the window. 

8) Modification to Add-Alternate #3:  Remove and replace with PVC composite material the 
raised wooden panel below each window as well as the brick mold and other trim around 
the window.  Final appearance should be as close to existing appearance as possible. 

9) Modification to Add-Alternate #4:  Scrape, prepare and paint the raised wooden panel 
below each window as well as the brick mold and other trim around the window. 

10) New Add-Alternate #5:  Remove and replace three (3) existing columns with new 
columns of PVC composite material.  Final appearance should be as close to existing 
column appearance as possible. 

11) Shutters exist on three (3) of the four (4) sides of the building, and all shutters on those 
three (3) sides must be replaced.  The only side where shutters are not found and thus not 
expected to be installed is the HVAC side of the building opposite Virginia Avenue. 

12) Replacement shutters must be in a style similar to existing shutters. 


